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PROPOSED POWER BOX
INSTALLED AT HT OF 800MM.
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INSTALLED EXPOSED TO THE SURFACE

PROPOSED 1" CONTROL CONDUIT
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REMOVE EXISTING PASCO AND CURB STONE
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1” DIA CONDUIT FOR CONTROL CABLES
(INSTALLED 450MM BELOW THE PASCO TILE
SURFACE OR MAINTAIN SAME DEPTH AS BELOW
ASPHALT ROAD)

1" DIA CONDUIT FOR POWER CABLES
(INSTALLED 300MM BELOW THE PASCO TILE)
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