
Equipment List:  

 
 

Equipment Due

GenSet Make and Model; Serial and Spec

 Number; Engine make and model; Engine

 serial and Specification Number

1.Generator – 1: 3512 Model Caterpillar Diesel Generator Set: 1140KW / 

1425 KVA, 416/440V, 50Hz, 3 Phase, Sl. No.  CMC00696, Engine Sl. No. 

1GZ01262, Generator /alternator No. 5WN02224. Location: Chancery 

Compound. 2. Generator – 2: 3512 Model Caterpillar Diesel Generator Set: 

1140KW / 1425 KVA, 416/440V, 50Hz, 3 Phase, Sl. No. CMC00695, Engine Sl. 

No. 1GZ01271, Generator /alternator No.5WN02223. Location: Chancery 

Compound. 3. Generator – 3: 3412 Model Caterpillar Diesel Generator Set: 

364KW / 455 KVA, 416/440V, 50Hz, 3 Phase, Sl. No. 9EP02483, Engine Sl. No. 

3FZ04515, Generator /alternator No. AFE00388. Location: Chancery 

Compound.

GenSet Control panel model # All the Generators are EMCP II+

Engine Hrs and date
Generator 1: 475hrs. on  August, 2019; Generator 2: 506hrs. on July 01, 2019; 

Generator 3: 765hrs. on July 01, 2019

Hrs and date of last battery change
Generator1: Nov. 2016; Generator 2: Nove. 2016 and

 Generator 3: Dec. 2019
Plan every 3 years

Hrs and date of last coolant change
For all Generators, adjustment done in July 2019; 25hrs.now after  

coolant change
Plan every 3 years or 6 for ELC

Hrs and date of last valve lash adjustment For all Generattrs, adjustment done in July 2019 Initial and annually


